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EXECUTIVE SUMMARY 
The Advanced Test Reactor (ATR) Complex located in Butte County, Idaho 

at the Idaho National Laboratory (INL) has an existing evaporative wastewater 
system to collect and treat sanitary wastewater from the facility. The existing 
system includes two cells, Cell #1 has a surface area of 2.9 acres and Cell #2 has 
a surface area of 13.8 acres. Cell #1 incorporates a soil liner system and Cell #2 
includes both a PVC geomembrane and a soil liner. In 2010, both cells were 
tested in accordance with Idaho Department of Environmental Quality 
requirements and measured seepage was within acceptable limits. 

Under current wastewater flow, the two cell system is oversized for the 
population currently served and anticipated future populations. As a result, one or 
both of the cells would typically go dry during the summer if additional 
supplemental water was not added to the system. Supplemental water is currently 
added to the system to prevent the clay soil liners from drying out and 
“cracking”, thereby reducing the effectiveness of the soil liner.  

It is estimated that an average of 550 workers are present at the complex for 
10 hours each day, Monday through Thursday. Friday through Sunday, an 
average of 100 workers are present for 10 hours. In total, approximately 13,500 
worker-days per month, based on a standard 8 hour work-day was estimated. 
Using data from the influent pump station flowmeter between January 2011 and 
April 2013, the following flow estimates were made for both sanitary flows and 
supplemental water added to the system: 

Total flow 
o Average annual = 17,599,720 gallons per year 
o Average monthly = 1,354,445 gallons per month 

Sanitary flow 
o Average annual = 5,649,986 gallons per year 
o Average monthly = 469,280 gallons per month 

Supplemental water 
o Average annual = 11,949,733 gallons per year 
o Average monthly = 2,987,433 gallons per month (when supplementing) 
o Added in 2011 = 9,094,483 gallons (July through September) 
o Added in 2012 = 14,804,983 gallons (July through November) 

Based on these flows, a water balance analysis was performed under both 
“wet” and “dry” conditions using only the sanitary flows and eliminating the 
addition of supplemental water. The water balance was performed using the 
assumption that Cell #1 would be kept as full as possible and any overflow would 
be to Cell #2. The results of this analysis show that Cell #1 is slightly undersized 
to serve the current population and that under average conditions Cell #1 will 
overflow into Cell #2 in the early spring. The sensitivity analysis showed that if 
seepage increased in Cell #1, but still within acceptable limits, Cell #1 would be 
capable of handling all of the sanitary flows and that seepage at the upper 
acceptable limit would still require some supplemental water to be added to Cell 
#1 to prevent it from going dry.  
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Needs and deficiencies of the existing system were identified based on 
review of construction documents and discussions with operations personnel. In 
total, five key elements were identified in the report. 

1. Use of Supplemental Water. The current operational reliance on large 
volumes of supplemental water to maintain the existing soil liners in both 
cells is the primary deficiency addressed in the evaluation. The reliance of 
Cell #1 on the soil liner system requires that a water “cap” be maintained in 
the lagoon to preserve the integrity of the soil liner. However, seepage 
control in Cell #2 is provided by the PVC geomembrane which requires 
only a soil cover to protect it from UV degradation and this is provided by 
the soil liner overlaying the geomembrane. In Cell #2, a water cap is not 
required to protect the integrity of the soil liner as its function in Cell #2 is 
only to provide UV protection to the geomembrane. Eliminating the 
operational requirement to maintain a water cap in Cell #2 is a significant 
change from existing operations and will likely result in annual water 
savings of 9 to 15 million gallons.  

2. Remaining life of PVC geomembrane in Cell #2. Samples of the existing 
liner were taken and sent to a specialty testing laboratory for analysis to 
determine the current condition of the geomembrane, rate of degradation, 
and anticipated useful life remaining. The test results showed signs of 
deterioration in the ductility and flexibility of the existing PVC liner 
consistent with what would be expected for a 15 year old installation. Based 
on a typical 20 year design life for these types of liner systems, replacement 
of the liner may be needed as soon as Year 2017. However, provided the 
lagoon continues to pass the periodic seepage testing and continues to be 
adequately protected, another 10 to 20 years of remaining life may be 
available.

3. Pond bottom slope. The existing lagoons were constructed with flat 
bottoms. With the current liner systems in both Cell #1 and #2, the flat 
bottom is not problematic. However, if future replacement of the liner 
systems is contemplated with exposed geomembranes, regrading of the 
pond bottoms to prevent gas accumulation under the liner is recommended.  

4. Fencing and signage. Idaho Department of Environmental Quality does not 
appear to require that the facility be fenced. However, if livestock or 
wildlife intrusion or damage to either lagoon surface resulting from these 
activities is observed, fencing of the lagoons is recommended. If in the 
future, either lagoon is relined with an exposed geomembrane, the facilities 
should be fenced as exposed geomembranes are susceptible to extensive 
damage when animals become trapped by the slick liner.  

5. Potential health hazards. Modification of current operations of the facility 
contemplated will result in the bottom of Cell #2 being dry. The potential 
for biosolids to be wind-blown and result in potential exposure is considered 
and potential remedial actions provided. EPA guidance regarding the 
storage of biosolids should be followed. 

A number of alternatives were evaluated and their resolution of the identified 
needs and deficiencies considered. The “Do Nothing” alternative was not 
considered feasible because of the current reliance on large volumes of 
supplemental water to maintain the water “cap” on both cells. Complete 
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replacement of the existing lagoons was also quickly removed from consideration 
because of the high initial costs and the relatively good condition of the existing 
facilities that would be replaced.  

Additional short and long term alternatives were evaluated and recommended 
alternatives identified.  

For the short term, it is recommended that the practice of adding 
supplemental water be stopped and the system be operated to hold all wastewater 
in Cell #1 as practical, and allow Cell #2 to go dry except under those conditions 
when Cell #1 is full and overflows into Cell #2. Monitoring of operation in this 
manner will continue to determine if supplemental water is needed to maintain 
the water “cap” on Cell #1. These recommended changes to current operational 
practices can be done without requiring the creation and subsequent review and 
approval of documents by the Idaho Department of Environmental Quality. It is 
recommended that operation in this manner continue until one of two conditions 
is encountered: 

1. Actual operation demonstrates that supplemental water is still needed to 
maintain a water “cap” in Cell #1 and the annual quantity required is 
significant enough to warrant implementation of one of the identified long 
term alternatives.  

2. The condition of the existing liner systems in either Cell #1 or #2 degrades 
to the point that one or both of the cells fail the seepage test. The test is 
required every 10 years during operation of the lagoons.  

When one of these two conditions is reached, it is recommended that one of 
two long term alternatives be implemented. The first long term alternative would 
include abandoning Cell #1 and rehabilitating Cell #2. This rehabilitation would 
include:

Remove and dispose of accumulated biosolids in Cell #2. 

Add a new interior dike to divide the Cell #2 and construct a new transfer 
structure and bypass piping to provide flow control.  

Reshape the bottom of the divided Cell #2. 

Replace the existing PVC geomembrane with an exposed geomembrane.

Complete closure plan for Cell #1. 

The second long term alternative includes the reconstruction of Cell #1 and 
the continued use of Cell #2 without modification. This would include: 

Remove and dispose of accumulated biosolids in Cell #1. 

Reshape the bottom of Cell #2 

Installation of a geomembrane liner in Cell #1. 

The ultimate selection of the preferred long term alternative will be made as 
the operation under the short term alternative is monitored and the condition of 
the existing lagoons liner systems is evaluated by subsequent leakage testing. 
When additional information in these regards is available, a life cycle cost 
comparison of the two long term alternatives can be completed. It is anticipated 
that this analysis will be performed as part of future studies that will be 
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performed as part of the implementation program. Implementation of either long 
term alternative will require a number of submittals to the Idaho Department of 
Environmental Quality including: 

Facility Planning Document 

Preliminary Engineering Report 

Construction Drawings and Specifications 

Record Drawings and Specifications 

Operations and Maintenance Manual 

The recommended alternative outlined and the noted changes in operations 
of the facility will provide a long term solution to wastewater treatment and 
disposal and conserve an estimated 9 to 15 million gallons of supplemental water 
annually compared to current operations.  
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Advanced Test Reactor Complex Sewage Lagoon 
Evaluation

1. INTRODUCTION 
1.1 Study Background 

The Advanced Test Reactor (ATR) Complex located in Butte County, Idaho at the Idaho National 
Laboratory (INL) has an existing wastewater system to collect and treat sanitary wastewater from the 
facility. The INL is concerned that the evaporation sewage lagoons, which are part of the wastewater 
system, may be oversized for current and known future population. Also, there is concern about the 
sustainability of the large volumes of supplemental water which are added to the system according to 
current operational practices. Therefore, this study was initiated to evaluate the system capacity, 
operational practices, and potential improvement alternatives, as warranted. 

The ATR Complex is operated for the United States Department of Energy by Battelle Energy 
Alliance, LLC (BEA). Walsh Engineering Services, PC is contracted by BEA to provide facility 
engineering services for ATR. J-U-B ENGINEERS, Inc. has been subcontracted by Walsh Engineering 
Service, PC to develop this evaluation study. 

1.2 System History 
Prior to 1995, sanitary wastewater from the ATR Complex was collected and treated at a mechanical 

wastewater treatment plant and discharged to a subsurface disposal system. Deterioration of this 
wastewater treatment plant and the need for a lower maintenance system led to its replacement with an 
evaporation (i.e. total containment) lagoon system. 

The new evaporation sewage lagoons were installed in 1995 and consisted of two (2) cells both lined 
with bentonite clay. After construction, both cells were seepage tested, and Cell #2 failed the test. As a 
result, Cell #2 only was reconstructed in 1997 by removing the clay liner, installing a PVC geomembrane 
liner, and then reinstalling the clay material on top for protection of the PVC liner. According to ATR 
operations staff, this is the current condition of Cell #2, and Cell #1 continues to have the clay liner only. 
The ATR sewage lift station and lagoons are managed and operated by the Facilities and Site Services 
(F&SS) organization located at the Central Facilities Area (CFA) which is approximately 4 miles south of 
the ATR Complex. 

Because clay material cracks when it dries out, lagoons that rely on a clay liner to prevent seepage are 
typically operated to maintain a minimum depth of water at all times. For this reason and because of the 
presence of the clay material in the ATR lagoons, F&SS staff, with the assistance of ATR Operations, has 
operated the system to continuously maintain a minimum depth of water in both cells. This has required 
the addition of large amounts of supplemental water in the summer months when evaporation rates are 
peaking. The supplemental water is added within the collection system upstream of the influent lift 
station.

In 2010, BEA conducted a seepage test of the sewage lagoons. Both cells passed the test with seepage 
rates below the Idaho Department of Environmental Quality (IDEQ) threshold operating criteria of 0.25 
inches per day. The observed seepage rate for Cell #1 was the highest, greater than 0.125 inches per day, 
while the rate for Cell #2 was well below 0.125 inches per day. Cell #2 was tested at a water depth of 4 
feet instead of its full depth of 8 feet. 

The ATR Complex also generates industrial wastewater divided into “warm” waste and “cold” waste 
flows, but these flows do not enter the sanitary wastewater collection system and are discharged to other 
lagoons in the vicinity. Figure 1-1 provides a vicinity map of the ATR Complex. 
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Figure 1-1. Vicinity map. 
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1.3 Study Objectives 
In general, the objectives for this study include the following: 

Describe the climatic conditions relevant to assess the capacity of the evaporation lagoons. 

Calculate flows and a water balance for the system for existing and anticipated future conditions. 

Assess the capacity of the evaporative lagoon system. 

Identify general needs and deficiencies. 

Identify operational changes to reduce the volume of supplemental water added to the system. 

Screen and evaluate alternatives needed to address the needs and deficiencies. 

Describe key issues to consider for implementation of the preferred alternative including an opinion 
of probable construction cost. 

This study is intended to be a cursory assessment and tool to assist with long-term decision-making. 
If a project is implemented, the preparation of additional documents will be needed including those 
required to meet IDEQ requirements such as a facilities plan, preliminary engineering report, and detailed 
plans and specifications for construction.  
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2. CLIMATIC DATA 
2.1 Precipitation 

Precipitation data were obtained from the National Oceanic and Atmospheric Administration 
(NOAA) Field Research Division in Idaho Falls. Approximately 60 years of monthly precipitation data 
for the Central Facilities Area (CFA) for the period between March 1950 and February 2010 were 
analyzed to determine the annual precipitation value that corresponded to both the 10-year high and 10-
year low precipitation years. CFA is located approximately 4 miles south of ATR.  

The 10-year high precipitation value is considered a reasonable value to use in analyzing the capacity 
of an evaporative lagoon system during a “wet” year whereas the 10-year low value is reasonable for a 
“dry” year. For example, the 10-year high is the highest amount of annual precipitation that would 
statistically occur every 10 years. The annual precipitation amount was then allocated to each month 
proportionally to the average monthly precipitation. The resulting monthly 10-year high and low 
precipitation values are summarized in Table 2-1. 

For comparison, in this 60 year period, the median annual precipitation was 8.54 inches with a high of 
14.4 inches and a low of 4.45 inches. In 2009, which was considered a relatively wet year, the annual 
precipitation was 10.4 inches (the 13th wettest year in the past 60 years).  

Table 2-1. Monthly precipitation data. 

Month

10-Year High 
Precipitation

(inches)

10-Year Low 
Precipitation

(inches)
January 0.94 0.42 
February 0.81 0.37 
March 0.82 0.37 
April 1.07 0.48 
May 1.64 0.74 
June 1.62 0.73 
July 0.64 0.29 
August 0.65 0.30 
September 0.86 0.39 
October 0.75 0.34 
November 0.83 0.37 
December 0.97 0.44 
Annual 11.6 5.25 
Source: Data provided by the NOAA Field Research for the Central Facilities Area for March 1950 to 
February 2010. 

2.2 Evaporation 
Evaporation data were obtained from a Web publication titled Monthly Shallow Pond Evaporation in 

Idaho (Molnau, Myron, Kpordze, Kojo, and Craine, Katherine L., ASAE paper PNW 92-111, 1992). 
Using the guidelines of this publication, it was determined that the annual evaporation for the INL area is 
40 inches “pond” evaporation rate, (not “pan” evaporation rate). Although the Monthly Shallow Pond 
Evaporation in Idaho publication indicates no evaporation should generally be assumed in Idaho for 
December through February, experience for this particular location dictates that the “no evaporation” 
period should be expanded to November through April when the lagoon could be frozen (or have minimal 
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evaporation), and subsequent calculations were based on this assumption. The resulting monthly 
evaporation rates are summarized in Table 2-2. 

High salt concentrations in wastewater warrant further reducing the evaporation rate with a “salinity 
correction factor”. No analytical results of the wastewater at ATR were available, but results from 
wastewater samples taken at the Materials and Fuels Complex indicated a total dissolved solids 
concentration of 1,133 milligrams per liter (mg/L) in 2005 (average) and 1,100 mg/L on August 16, 2006. 
These concentrations are not high enough to warrant correction for salinity. 

Based on this data, the annual net evaporation for the INL area during a “wet” year is estimated to be 
approximately 20 inches (31.60 inches evaporation – 11.60 inches precipitation). 

Table 2-2. Monthly evaporation data. 

Month
Average Evaporation 

(inches)1
Adjusted Average Evaporation 

(inches)2

January 0.4 0 
February 0.8 0 
March 1.60 0 
April 2.80 0 
May 4.80 4.80 
June 6.00 6.00 
July 7.60 7.60 
August 6.40 6.40 
September 4.40 4.40 
October 2.40 2.40 
November 1.60 0 
December 1.2 0 
Annual 40.0 31.60 
1Source: Monthly Shallow Pond Evaporation in Idaho (Molnau, Myron, Kpordze, Kojo and Craine, 
Katherine L., 1992. ASAE paper PNW 92-111)
2Adjusted values used for evaporative lagoon sizing, assuming no evaporation during the colder months.
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3. SYSTEM EVALUATION 
3.1 Existing System Drawings 

Available drawings of the existing evaporative lagoon system are included in Attachment A. Also, 
Figure 3-1 shows an overall view of the lagoon system site.  

Figure 3-1. Overall site plan (existing system). 

3.2 Existing System Description 
Sanitary wastewater from the ATR Complex is collected and conveyed through gravity lines to the 

influent pump station. The duplex pump station then pumps the wastewater through a 4 inch pressure 
main to the evaporative lagoon system for disposal via evaporation. The discharge of the pump station has 
an ultrasonic flow meter. Table 3-1 summarizes the details of the two evaporative lagoons.  
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Table 3-1. ATR existing lagoons. 

Lagoon
Cell 

Year
Constructed

Approximate
Average Water 
Surface Area 

(acres) Liner

Maximum 
Water Depth 

(feet) 

Freeboard
above Max 

Water Depth 
(feet) 

#1 1995 2.9 12” of bentonite-treated 
soil with riprapped sides 

8 2 

#2 19951 13.8 30 mil PVC overlain by 
12” of bentonite-treated 
soil with riprapped sides 

8 2 

Total  16.7    
1 The PVC geomembrane liner was added to Cell #2 in 1997. 

Figure 3-2 below is a photo of the lagoons with Cell #1 on the right and Cell #2 on the left. 

Figure 3-2. Photo of existing lagoons. 

Wastewater from the influent pump station normally enters the southwest corner of Cell #1 and flows 
out the northeast corner through an in-dike transfer structure into the adjacent Cell #2. This transfer 
structure consists of an overflow weir and does not allow the water level in Cell 1 to be lowered below 3 
feet of water depth. The overflow weir is typically set to maintain an operating depth in Cell #1 of 7 to 7.5 
feet, although occasionally it is lowered for operational and maintenance reasons. Figure 3-3 is a photo of 
Transfer Structure #1. 

Figure 3-3. Photo of existing Transfer Structure #1. 
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Splash pads are provided at the Cell #1 and Cell #2 inlet. A second transfer structure is located in the 
southeast corner of Cell #2 to facilitate future expansion if needed. A line is provided which allows the 
flow from the influent pump station to be diverted directly to the southwest corner of Cell #2, thereby 
bypassing Cell #1. Figure 3-4 is a photo of the Cell #1 inlet splash pad. 

Figure 3-4. Photo of Cell #1 inlet splash pad. 

The lagoon dikes include a 10 foot wide section of gravel road around the perimeters. The exterior 
and interior slopes are 3:1 (horizontal : vertical). Both cells appear to have flat bottoms. The lagoon 
facility is not fenced. 

For Cell #2, liner vents are located at 75 foot spacing on-center around the inside top of dike. The 
liner is anchored in a perimeter trench 2 feet deep x 1 foot wide. 

3.3 Service Area Limits and Population 
The service area boundary of the evaporative lagoon system is limited to the ATR Complex 

boundary. The following information regarding existing and future population at the ATR Complex was 
provided by BEA. According to current plans, no significant future growth is planned for the population 
served by the lagoon system. Therefore, future growth projections of population were not considered in 
this evaluation, and subsequent analyses of the system were based only on the existing ATR Complex 
population estimates. It was assumed that the existing population and flows are also representative of 
future population and flows.  

Currently, BEA estimates that an average of 550 workers are present at the complex for 10 hours each 
day on Monday through Thursday. On Friday through Sunday, an average of 100 workers are present for 
10 hours each day. This represents a total monthly workforce of approximately 13,616 worker-days per 
month based on a standard 8 hour work-day. 

3.4 Flows 
Data from the influent pump station flow meter collected between January 2011 and April 2013 were 

evaluated to estimate the existing flows to the lagoons. Because the flow meter measures both sanitary 
wastewater flow and supplemental water that is added in the collection system to maintain water in the 
lagoons, an average flow value was calculated for this time period using only the months when no 
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supplemental water was added. This value was then used to represent the average sanitary monthly flow.  

For months when supplemental water was added, the average sanitary monthly flow value was 
subtracted from the total value measured for that month, and the result was assumed to represent the 
volume of supplemental water added for that month. The results of this analysis are summarized as 
follows:

Total flow 

- Average annual = 17,599,720 gallons per year 

- Average monthly = 1,354,445 gallons per month 

Sanitary flow 

- Average annual = 5,649,986 gallons per year 

- Average monthly = 469,280 gallons per month 

Supplemental water 

- Average annual = 11,949,733 gallons per year 

- Average monthly = 2,987,433 gallons per month (when supplementing) 

- Added in 2011 = 9,094,483 gallons (July through September) 

- Added in 2012 = 14,804,983 gallons (July through November) 

These data are graphically presented in Figure 3-5. 

Figure 3-5. Influent flow data. 
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Based on the sanitary flow and the existing population, the average sanitary flow per worker based on 
a standard 8 hour workday is 34.5 gallons per worker-day. For comparison, according to Metcalf and 
Eddy’s Wastewater Engineering, an “office” facility typically uses about 15 gallons per day per worker. 
BEA operators speculate that the higher flows at ATR may be a result of more frequent use of showers by 
the complex staff.  

For 13,616 worker-days per month and 34.5 gallons per worker-day, the average daily sanitary flow 
is approximately 15,400 gallons per day.  

3.5 Water Balance 
A water balance spreadsheet model of the evaporative sewage lagoons was developed using the 

influent flow, evaporation, precipitation, and seepage data discussed earlier in this report. Modeling 
scenarios were developed for both “wet” year and “dry” year conditions using the 10-year high and 10-
year low precipitation values, respectively.  

The spreadsheet model was prepared assuming that flow will enter Cell #1 and then overflow into 
Cell #2 once the water level in Cell #1 rises to 8 feet. A two year cycle of the lagoon water levels was 
evaluated to show the water level fluctuation over the course of two water cycle seasons. For this 
analysis, a water cycle season was assumed to start on October 1 which is when the system would be at its 
lowest level in the annual cycle. 

The month-to-month water balance for Cell #1 and Cell #2 based on the model for existing “wet” and 
“dry” year conditions is shown in Figure 3-6 below for the two year water cycle period. In this figure, an 
initial water depth of 4 feet was assumed for Cell #1 and an empty depth for Cell #2. 

Figure 3-6. Water balance – existing conditions (with 4 foot initial Cell #1 depth). 



3-6 

In the above figure, the trendline of the water depth in Cell #1 is generally upward indicating that 
with the assumed seepage, evaporation, precipitation, and influent conditions, Cell #1 will fill over the 
course of multiple years until it overflows into Cell #2 during the spring and summer time periods until 
sufficient evaporation has occurred. This will occur even in “dry” year conditions. 

To show a repeatable trend for a full water cycle year, the initial depth of Cell #1 was changed to the 
full depth of 8 feet, and the model was rerun. Figure 3-7 below shows the results. 

Figure 3-7. Water balance – existing conditions (with 8 foot initial Cell #1 depth). 

The above figure shows that for “wet” year conditions, Cell #1 will be full and overflow into Cell #2 
during the February to April timeframe. For “dry” year conditions, Cell #1fills in April and briefly 
overflows a small volume into Cell #2. This indicates that Cell #1 is slightly undersized to be able to 
accommodate the existing influent flows for the assumed conditions.  

A cursory sensitivity analysis was performed to assess the impact of the assumed influent and seepage 
input values on this conclusion. First, the number of worker-days per month was increased by 25% from 
13,616 to 17,020. An initial depth of 8 feet in Cell #1 was used to show a repeatable trend over the course 
of a full water cycle year. Figure 3-8 below shows the results. 
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Figure 3-8. Water balance – existing conditions (25% increase in staffing). 

The above figure shows that Cell #1 remains full and overflows into Cell #2 over a longer period of 
time throughout the year. The additional overflow increases the maximum depth in Cell #2 by less than 1 
foot. 

Next, using the originally assumed staffing level of 13,616 worker-days per month, the assumed Cell 
#1 seepage rate in the model was increased from the originally assumed value of 0.125 inches per day to 
determine the value that would balance the system: 

For “wet” year conditions: 0.168 inches per day  

For “dry” year conditions: 0.147 inches per day 

This indicates that if the seepage rate in Cell #1 increases above these values, there would eventually 
be insufficient influent flow to keep water in Cell #1 throughout the entire year, and supplemental water 
would need to be added. It should be noted that these values are still significantly less than the maximum 
rate of 0.25 inches per day of seepage that would be required by DEQ to pass a seepage test. Figure 3-9 
below shows the results using these assumed seepage rates. 
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Figure 3-9. Water balance – existing conditions (increased seepage rates in Cell #1). 

3.6 Needs and Deficiencies 
The identified needs and deficiencies of the evaporative lagoon system are summarized below: 

3.6.1 Addition of Supplemental Water 
One of the primary concerns is the large volume of supplemental water that is added to the lagoon 

system each summer to maintain a minimum water level in both Cell #1 and Cell #2. Providing this 
volume of supplemental water requires significant infrastructure and energy resources and is conflict with 
the site’s sustainability goals and objectives. 

The existing clay liner in Cell #1 appears to be in acceptable condition based on the results of the 
2010 seepage test. However, since the control of seepage relies on the integrity of its clay liner, a water 
cap must be maintained in the lagoon to keep it from drying out and cracking.  

However, the control of seepage in Cell #2 relies on its PVC liner, which is not susceptible to drying 
out. Nevertheless, because the PVC liner material is not resistant to ultraviolet degradation, an earthen 
cover must be maintained over it. For this reason, 12 inches of clay soil material was originally installed 
over the liner. The integrity of this soil should be monitored for erosion or damage which could expose 
the underlying PVC liner. However, it should be noted that maintaining a permanent water cap in the 
lagoon is not needed as minor cracking of the clay material should not compromise its ability to 
adequately protect the underlying PVC liner from potential ultraviolet radiation damage.  
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3.6.2 Remaining Life of Cell #2 Liner 
The existing buried PVC liner in Cell #2 also appears to be in acceptable condition based on the 

results of the 2010 seepage test. However, because it was installed approximately 15 years ago and the 
typical life of these types of liners is 20 to 30 years in a properly constructed, covered condition, sampling 
and testing of the liner was performed to help estimate the liner’s condition and remaining life. This 
information will be important in making long-term decisions about the lagoon system and the timeframe 
and implementation of potential alternatives.  

The sampling and testing completed are outlined below: 

Sampling was completed by BEA staff. 

Sample locations – At the two following locations, the soil cover over the PVC liner was removed 
above the maximum water level, and a sample was cut out and removed: 

- The northeast side of Cell #2 

- The southwest side of Cell #2 

Sample size – At each sampling location a small, less than 3 square foot sample was taken.  

Tests performed – The following tests were performed. For destructive tests, one test was 
performed in each perpendicular direction. For each sample location, 5 replicate tests were 
performed:

- Thickness (ASTM D5199) 

- Tensile Properties (ASTM D882, 20 ppm ipm strain rate) 

- Tear Resistance (ASTM D1004) 

- Low Temperature Brittleness (ASTM D1790, -29°C) 

- Percent Plasticizer (ASTM D2124) 

Testing laboratory – The testing was completed by: 

- TRI Environmental, Inc., 9063 Bee Caves Rd., Austin , Texas 78733; (512) 263-2101 

The summary test results are shown in Table 3-2 and the detailed test results are provided in 
Attachment C. In summary, although the original specification for the PVC liner was not available for 
review, the testing showed deterioration of the PVC liner compared to typical, as-manufactured values. 
For example, the tensile elongation testing showed a 30 to 60% reduction. This indicates a significant loss 
of ductility and flexibility and an increase in brittleness making the liner more susceptible to breakage 
from impacts or movement, particularly as may occur during freeze/thaw action during the winter. Also, 
the plasticizer content showed a reduction of approximately 40% which confirms aging of the PVC 
material.  

In terms of remaining useful life, the test results are consistent with the expected degradation of a 15 
year old, 30 mil PVC liner installed in a covered condition. The typical design life for these types of liner 
systems if properly constructed is 20 years, although some installations have seen a 30 year service life. 
For Cell #2, an increasing risk of liner failure should be expected if the system is operated beyond a 20 
year life; therefore, replacement of the liner may be needed as soon as Year 2017.  However, provided the 
lagoon continues to pass the periodic seepage testing and the liner continues to be adequately protected, 
another 10 to 20 years of remaining life may be availalbe. 
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Table 3-2. Existing liner test results. 

Parameter 
Avg. Test Result 

for Sample #1 
Avg. Test Result 

for Sample #2 

Typ. Value for 
New 30-mil PVC 

Liner
Thickness 25 mils 26 mils 28.5–31.5 mils 

Strength at 100% Strain (Direction A) 81.0 ppi 81.5 ppi 32 ppi 
Strength at 100% Strain (Direction B) 85.5 ppi 79.4 ppi 32 ppi 

Break Strength (Direction A) 79.3 ppi 82.5 ppi 73 ppi 
Break Strength (Direction B) 84.1 ppi 80.2 ppi 73 ppi 

Break Elongation (Direction A) 137% 199% 380% 
Break Elongation (Direction B) 154% 201% 380% 

Tear Strength (Direction A) 21 lb 17 lb 8 lb 
Tear Strength (Direction B) 20 lb 17 lb 8 lb 

Low Temperature Brittleness (Direction A) Fail Fail Pass 
Low Temperature Brittleness (Direction B) Fail Fail Pass 

Percent Plasticizer 17.8% 19.2% 30–35% 

3.6.3 Bottom Slope 
The existing lagoons were constructed with flat bottoms. Typical standard of practice is to construct 

wastewater lagoons lined with an exposed geomembrane liner with a sloped bottom of approximately 2% 
and the low point at the middle of the lagoon. This will allow any gas that is trapped under the liner to 
migrate to the lagoon perimeter where it can escape without building up under the liner and damaging it. 
Gas can be generated by decomposing organic matter present in the native soils or from wastewater 
collecting under the liner from leaks. 

When the lagoon liners are replaced in the future, reconstruction of the lagoon bottoms is 
recommended to provide the desired slope if the replacement liner system does not include a soil cover.  

3.6.4 Fencing and Signage 
The existing lagoons are not fenced or signed. The DEQ requirements for wastewater lagoons state: 

Fencing. The pond area shall be enclosed with an adequate fence to prevent 
entering of livestock and discourage trespassing. This requirement does not 
apply to pond areas which store or impound Class A municipal reclaimed 
effluent. IDAPA 58.01.16.493.09.c.i 

Warning Signs. Appropriate permanent signs shall be provided along the fence 
around the pond to designate the nature of the facility and advise against 
trespassing. At least one (1) sign shall be provided on each side of the site and 
one (1) for every five hundred (500) feet of its perimeter. IDAPA 
58.01.16.493.09.c.iii

However, the IDAPA regulations also state the following: 

These rules pertain to all new and existing municipal wastewater lagoons, 
including discharging or non-discharging lagoons, municipal wastewater 
treatment lagoons, municipal wastewater storage lagoons, and any other 
municipal wastewater lagoons that, if leaking, have the potential to degrade 
waters of the state. Lagoons are also sometimes referred to as ponds. Section 493 
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does not apply to industrial lagoons or mining tailings ponds, single-family 
dwellings utilizing a single lagoon, two (2) cell infiltrative system, those animal 
waste lagoons excluded from review under Section 39-118, Idaho Code, or storm 
water ponds. IDAPA 58.01.16.493.01.a. 

Lagoons utilized for equalization, percolation, evaporation, and sludge storage 
do not have to meet the requirements set forth in Subsections 493.05 through 
493.10, but must comply with all other applicable sub sections. IDAPA 
58.01.16.493.01.b. 

Because the lagoons in this report are described as evaporative lagoons, IDAPA 58.01.16.493.09.c.i 
or iii should not be applicable. Also, the existing riprap around the lagoon perimeter should help 
minimize livestock or wildlife intrusion. 

Nevertheless, if livestock or wildlife intrusion in the lagoons is regularly observed, the construction of 
a fence around the lagoon is recommended to help protect the integrity of the lagoon liners, especially as 
Cell #2 is often in an empty condition making it susceptible to damage from wildlife. In this case, the 
fence installation should also include warning signs per DEQ requirements. 

3.6.5 Potential Health Hazards 
One potential health hazard concern is blowing biosolids dust that could occur in windy conditions if 

a lagoon is left in an empty condition for an extended period time during hot, dry, summer weather. EPA 
provides guidance regarding the storage of biosolids which can be reviewed at the following link (see 
Chapter 5, Part III, in particular). 

http://water.epa.gov/scitech/wastetech/biosolids/guide.cfm 

Liquid biosolids typically form a crust as they dry which is resistant to wind erosion. Also, the 
remoteness of the lagoon site and the buffer that already exists between the lagoons and public access will 
further reduce the potential health risk from wind-blown, dried biosolids. During the initial period of 
operation in an empty condition, operators should check the lagoon for wind-blown dust during high wind 
events. If a problem regularly occurs, a tackifier can be sprayed on the surface, similar to what is used for 
dust control on large ground disturbing construction projects. Reapplication of the tackifier may be 
necessary each spring or if water is reintroduced to the lagoon. 
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4. ALTERNATIVES EVALUATION 
4.1 Screening of Alternatives for Further Evaluation 

To address the identified needs and deficiencies, a number of potential alternatives were developed 
for consideration and screening. 

4.1.1 Do Nothing Alternative 
Because of the addition of large volumes of supplemental water to both lagoon cells and conflict of 

this practice with the site’s sustainability goals, the strict “Do Nothing” alternative of maintaining the 
status quo and current operational practices is not considered feasible, and this alternative was dropped 
from further consideration.  

4.1.2 Replacement of Existing Lagoons 
Because the existing lagoons still have significant life left in them and abandonment of the existing 

lagoons and construction of an entirely new lagoon system would be very costly, complete replacement of 
the existing lagoons is not consider feasible, and this alternatives was also dropped from further 
consideration.

4.1.3 Consideration of Short-Term and Long-Term Scenarios 
The sensitivity of the water balance to the actual seepage rate in Cell #1 and the ongoing need to 

maintain a water cap in Cell #1 to protect the clay liner were noted and discussed earlier in this report. If 
the seepage rate in this cell increases above 0.147 inches per day, there will likely be years when 
supplemental water must be added to maintain the Cell #1 water cap in the late summer. However, until 
that happens, Cell #1 appears to be sized such that the addition of supplemental water should not be 
required most years.  

For this reason, the recommended alternative for the short-term is to continue the use of the existing 
lagoons but stop the addition of supplemental water to maintain a water cap in Cell #2, which is not 
necessary due to the PVC liner. This alternative is further discussed in Section 4.2. 

For the long-term, when supplemental water addition becomes necessary to maintain a water cap in 
Cell #1, reconstruction or reconfiguration of the existing lagoons should be considered. These alternatives 
are further discussed in Section 4.3. 

4.2 Short-Term Alternative 
As discussed earlier, the water balance model indicates that until the seepage rate in Cell #1 increases 

above 0.147 inches per day, the regular addition of supplemental water to maintain a water cap in this cell 
should not be necessary. During “wet” years or when influent flows are higher than normal, the water 
level in Cell #1 will increase until it overflows into Cell #2 which more than adequate capacity for 
accommodating anticipated flows.  

When the seepage rate and/or influent flow decreases and it becomes apparent that the regular 
addition of supplemental water will be necessary, the implementation of one of the long-term alternatives 
discussed in Section 4.3 should be considered.  

As part of implementing this short-term alternative, fencing and signage of the entire lagoon site 
should be addressed. Figure 4-1 below shows the overall site plan for the short-term alternative. 
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Figure 4-1. Overall site plan (short-term alternative). 

4.3 Long-Term Alternatives 
For the long-term when increasing seepage in Cell #1 triggers the need for regular addition of 

supplemental water or the Cell #2 liner has exceeded its life expectancy based on laboratory testing of the 
liner or either lagoon fails a seepage test, the two general alternatives available for consideration are 
either to abandon Cell #1 or to reconstruct Cell #1. There are other variations or combinations of these 
alternatives that could be considered at the time of project implementation, but these alternatives 
generally represent the two different approaches to addressing the situation. These alternatives, designated 
as LT-1 and LT-2, respectively, are further discussed in the following sections. 

4.3.1 Alternative LT-1: Abandon Cell #1 
If Cell #1 is abandoned, all of the influent flow will be diverted to Cell #2. The water balance model 

was used to verify that Cell #2 by itself is adequately sized for the anticipated flows as shown in Figure 4-
2 below. A zero seepage rate was assumed to show the worst-case scenario. 
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Figure 4-2. Water balance – Alternative LT-1). 

As the figure shows, the water level in Cell #2 does not increase above approximately 1.5 feet 
indicating that the capacity in this cell is more than adequate for the anticipated flows. The figure shows 
that the lagoon will empty in the late summer or early fall timeframe depending on weather conditions. 

DEQ requires at least two cells in operation (see IDAPA 58.01.16.493.08.a) for a wastewater lagoon 
system treating less than 50,000 gallons per day. This will allow one cell to be isolated for maintenance or 
seepage testing as necessary. It will also provide redundancy should failure of one cell occur. Therefore, 
if Cell #1 is abandoned, the following improvements to Cell #2 should be made: 

Remove and dispose of accumulated biosolids in accordance with a sludge management plan 
approved by the state and following EPA 40 CFR 503 rules. A CERCLA evaluation will likely be 
needed to assess whether disposal or land application can be used. 

Add a new interior dike to divide the lagoon into two cells, Cell #2A and Cell #2B. 

Construct a transfer structure in the new interior dike with a downward-opening weir to allow the 
transfer of flow between the two cells. 

Add piping to allow bypass of the new Cell #2A if necessary. 

Replace the liner system. Because of the age of the existing PVC liner and the impacts to the 
existing liner that the addition of a new interior dike will create, it is recommended that the entire 
liner system be replaced at that time.  
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Reconfigure the lagoon bottom to provide a bottom slope. Replacing the entire liner system will 
require removal of settled solids and reconstruction of the lagoon bottom to provide a suitable base 
for the new liner. While these disturbances are occurring, it is recommended to reconfigure the 
bottom of the cells to provide adequate sloping to correct the deficiency discussed earlier. 

For the purposes of this report, it was assumed that the new interior dike would be located to divide 
the lagoon in half. It was also assumed that the lagoon would be lined with a new high-density 
polyethylene (HDPE) liner system. Clay liner systems are still available, but meeting DEQ’s requirements 
for a maximum design seepage rate of 500 gallons per day per acre is very difficult. (This is 8 times more 
stringent than DEQ’s maximum operating design seepage rate of 3,400 gallons per day per acre (0.125 
inches per day)). However, further evaluation at the time of project implementation is recommended to 
verify the most feasible and cost-effective configuration of the improvements.  

Improvements to Cell #2 should be made before Cell #1 is abandoned and timed to occur when Cell 
#1 is at its lowest level. If Cell #1 becomes full during construction, provisions should be in place to be 
pumping and transferring excess wastewater to the CFA wastewater facility for disposal. 

If Cell #1 is abandoned and the lagoon is considered to be subject to all the requirements of IDAPA 
58.01.16.493, a closure plan will be required. However, as noted in Section 3.6.4 of this report, this 
regulation will likely not apply to these “evaporative” lagoons. Figure 4-3 below shows the overall site 
plan for Alternative LT-1. 

Figure 4-3. Overall site plan (Alternative LT-1).  
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4.3.2 Alternative LT-2: Reconstruct Cell #1 
For this alternative, Cell #1 would be reconstructed, and Cell #2 would continue to be used in its 

current condition. The capacity of the system would remain unchanged which was confirmed to be 
adequate by the water balance model presented earlier for the existing conditions. For this alternative, the 
following improvements to Cell #1 should be made: 

Remove and dispose of accumulated biosolids in accordance with a sludge management plan 
approved by the state and following EPA 40 CFR 503 rules. A CERCLA evaluation will likely be 
needed to assess whether disposal or land application can be used. 

Replace the liner system.  

Reconfigure the lagoon bottom to provide a bottom slope. Replacing the entire liner system will 
require removal of settled solids and reconstruction of the lagoon bottom to provide a suitable base 
for the new liner. While these disturbances are occurring, it is recommended to reconfigure the 
bottom of the cells to provide adequate sloping to correct the deficiency discussed earlier.  

For the purposes of this report, it was assumed that the lagoon would be lined with a new high-
density polyethylene (HDPE) liner system. However, further evaluation at the time of project 
implementation is recommended to verify the most feasible and cost-effective configuration of the 
improvements. Figure 4-4 below shows the overall site plan for Alternative LT-2. 

Figure 4-4. Overall site plan (Alternative LT-2). 
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4.4 Selection of Preferred Long-Term Alternative 
4.4.1 Engineer’s Opinions of Probable Cost 

Cost is an important consideration in the comparison of alternatives and selection of a preferred 
alternative for implementation. When implementation of a long-term alternative is required, engineer’s 
opinions of probable cost will be prepared for comparison. 

4.4.2 Comparison of Alternatives 
When implementation of a long-term alternative is required, a detailed comparison of the two 

alternatives should be undertaken. The comparison should consider the fact that that with Alternative LT-
2, the use of Cell #2 will continue in its current condition. At some point, the existing PVC liner will 
reach the end of its life and require replacement. This future cost should be considered in a life cycle cost 
comparison. 

Other criteria such as regulatory requirements, schedule, implementability, operation and 
maintenance requirements, and day-to-day reliability should also be considered to select the preferred 
alternative.
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5. IMPLEMENTATION OF PREFERRED ALTERNATIVE 
5.1 Regulatory Requirements 

To implement the short-term alternative, there are no known additional DEQ regulatory requirements 
as the construction of a fence and/or signage would not be considered a “material modification” as 
defined below: 

Material modifications are those that are intended to increase system capacity or 
to alter the methods or processes employed. Any project that increases the 
pumping capacity of a system, increases the potential population served by the 
system or the number of service connections within the system, adds new or 
alters existing wastewater system components, or affects the wastewater flow of 
the system is considered to be increasing system capacity or altering the methods 
or processes employed. Maintenance and repair performed on the system and the 
replacement valves, pumps, or other similar items with new items of the same 
size and type are not considered a material modification. IDAPA 58.01.16.010 

The implementation of the long-term alternative will constitute a “material modification” to the 
facility and trigger a number of required submittals to DEQ for review and approval (see IDAPA 
58.01.16.410 through 425): 

A facility planning study. 

A preliminary engineering report (with prior DEQ concurrence, this report may be incorporated 
into the facility planning study to satisfy this requirement). 

Construction drawings and specifications.  

Record drawings and specifications 

Operation and maintenance manual 

Ongoing regulatory EPA/DEQ requirements will be similar to those required for the existing facility. 
The facility will continue to operate as a “total containment” system with no discharge; thus, a National 
Pollutant Discharge Elimination System permit for discharge to surface water or a wastewater reuse 
permit for discharge to land application will not be required.  

Windblown dirt and settled solids from the wastewater will accumulate in the bottom of the lagoons. 
If solids accumulate in the lagoons to the point where they are using up excessive volume, they should be 
removed. The removed solids can be land applied with permitting through DEQ. 

Periodic seepage testing will continue to be needed in accordance with DEQ requirements as required 
by IDAPA 58.01.16.493.02. Every 10 years, the seepage testing must be repeated. 

If an existing lagoon is abandoned, it must be abandoned in accordance with a DEQ approved closure 
plan meeting the requirements of IDAPA 58.01.16.493.10. Abandonment would include removal and 
proper disposal of accumulated solids, the embankment liner, piping, and structures and smooth grading 
of the site.

5.2 Summary of Implementation Steps 
Implementation of the preferred alternative should include the following general steps: 

1. Continue seepage rate testing of Cells #1 and #2 to comply with DEQ requirements. Note any 
trends that show an increasing seepage rate that may indicate a failing liner. 
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2. Continue monitoring and tracking flows at the influent pump station flow meter. Note any trends 
that show increasing sanitary wastewater flow that may require additional capacity in the 
evaporative lagoon system. 

3. Continue monitoring and tracking the addition of any supplemental water required to maintain a 
water cap in Cell #1. Note any trends that show an increasing seepage rate that may indicate a 
failing liner. 

4. Continue monitoring and tracking water level fluctuations throughout the year in Cells #1 and #2. 
Note any trends that show an increasing seepage rate that may indicate a failing liner or increasing 
sanitary wastewater flow that may require additional capacity in the evaporative lagoon system. 

5. When conditions are apparent that show that regular addition of supplemental water will be 
required in the near future, secure funding to implement the preferred long-term alternative.  

6. Initiate engineering tasks to prepare the documentation discussed in Section 5.1 to satisfy DEQ 
requirements and to enable procurement of a contractor for construction of the necessary 
improvements. 

7. Construct the necessary improvements. 

8. Prepare record drawings and update the operation and maintenance manual. 

9. Close-out the project. 
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6. ATTACHMENTS 
The following items are attached to this report: 

Attachment A, Record Drawings for the ATR Sanitary Wastewater Lagoons 

Attachment B, 2010 Seepage Test Results 

Attachment C, 2013 PVC Liner Test Results 
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